PURPOSE
AEIC Guide CG5 2005 covers cable installation practices, physical limitations which hinder cable-pulling, and equations for successful installation.  Cable life is assured by following the limits of tension and side wall pressures presented in the document.

SCOPE
AEIC CG5 Guide outlines pulling parameters for installing power cable(s) into conduit.  The Guide only provides mathematical models for pulling single and three cables.  A variety of pulling guides and computer models are available from cable manufacturers, research organizations, and lubricant suppliers.  The Guide is expected to complement these publications and expand their models and practices.

The AEIC Cable Engineering Committee (AEIC-CEC) resolved conflicting data by selecting the model best suited for utility practice from several resources on cable-pulling.  Removing and installing cable involves a complicated combination of variables which are often hard to predict and control.  The information presented in the Guide is a compilation of data obtained through mathematical modeling, experimentation, and experience.
